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Analysis Report
Submitter Identification Number: 0780023
CITY OF RICHMOND
\RNORTONST oat Recared 041272016
RICHMOND, TX 77469-3121 ) Report ID# - 20160412114319AD29551
Lab Sample ID# : AD29551 Water Source : Date Collected : 03/21/2016 10 47
Sample Prionty . NORMAL Entry Point(s) : EP004 Date Received | 03/22/2016

TCEQ ID#(s) - 1615698
Sample Cond = Acceptable

Analyte Result Unit Method Date/Time Analyzed Analyst
Acidification Completed EPA 200.2 03/22/2016 HN
pH Check Completed _ EPA 200.2 03/23/2016 JK
Turbidity Screen Completed SM 21308 03/23/2016 JK
Visible Particles Completed 03/23/2016 JK
Total Hardness as CaCO3 by 118 mg/l. SM 23408 03/25/2016 JK
Calculation

Aluminum * <0.0200 mg/L EPA 200.8 03/31/2016 PG
Antimony ! <0.0010 mg/L EPA 200.8 03/29/2016 PG
Arsenic* 0.0025 mg/L EPA 200.8 03/29/2016 PG
Barium* 0.181 mg/lL EPA 200.8 03/29/2016 PG
Beryllium * < 0.00080 mg/L EPA 2008 03/31/2018 PG
Cadmium ' <0.0010 mg/l EPA 200.8 03/29/2016 PG
Calcium 36.4 mg/L EPA 200.7 03/25/2016 JK
Chromium * <0.0100 mg/L EPA 200.8 03/31/2016 PG
Copper? <0.0020 mg/L EPA 200.8 03/31/2016 PG
Iron* 0.076 mgl/L EPA 200.7 03/25/2016 JK
Lead' «<0.0010 mg/L EPA 200.8 03/29/2016 PG
Magnesium * 6.49 mgiL EPA 200.7 03/25/2016 JK
Manganese * 0.0064 mgiL EPA 200.8 03/31/2016 PG
Mercury * < 0.00040 mg/L EPA 245.1 04/06/2016 PG
Nickel ! <0.0010 mg/L EPA 200.8 03/31/2016 PG
Potassium* 217 mgiL EPA 200.7 03/25/2016 JK
Selenium * < 00030 mg/L EPA 200.8 03/29/2016 PG
Silver? <0.0100 mgiL EPA 200.8 03/20/2016 PG
Sodium* 513 mg/L EPA 200.7 03/25/2016 JK
Thallium * < 0.00040 mgil EPA 200.8 03/29/2016 PG
Zinc? < 0.0050 mg/L EPA 200.8 03/31/2016 PG

Comments:

The test results on this report relate only o the sample identified on this report. The test results for analytes noted(")
meet all TNI (2009 Standard) requirements.

Authorized by Team Lead EBOYER on 04/08/2016
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